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OWNER REPRESENTATIVE
Jessica Gaida
979-830-4467
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The Arkitex Studio, Inc. is providing, by
agreement with certain parties, materials
stored electronically. The parties
recognize that data, plans,
specifications, reports, documents or
other information recorded on or
transmitted as electronic media
(including but not necessarily limited to
"CAD documents") are subject to
undetectable alteration, either
intentionally or unintentionally, due to,
among other causes, transmission,
conversion, media degradation, software
error, or human alteration. Accordingly,
all such documents are provided to the
parties for informational purposes only
and not as an end product or as a record
document. Any reliance thereon is
deemed to be unreasonable and
unenforceable. The signed and/or
stamped hard copies of the Architect's
Instruments of Service are the only true
contract documents of record.

01/28/2025

Blinn Interior Upgrades Building F & H
2423 Blinn Blvd., Bryan, Texas 77802 - Bryan Campus Project Number 24028

Construction Document: For Pricing

January 28,2025
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Revisions
Number  Date

G1.1

The Arkitex Studio, Inc. is providing, by
agreement with certain parties, materials
stored electronically. The parties recognize
that data, plans, specifications, reports,
documents or other information recorded on
or transmitted as electronic media
(including but not necessarily limited to
"CAD documents") are subject to
undetectable alteration, either intentionally
or unintentionally, due to, among other
causes, transmission, conversion, media
degradation, software error, or human
alteration. Accordingly, all such documents
are provided to the parties for informational
purposes only and not as an end product or
as a record document. Any reliance thereon
is deemed to be unreasonable and
unenforceable. The signed and/or stamped
hard copies of the Architect's Instruments of
Service are the only true contract
documents of record.
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Project 24028
1/28/25

GENERAL INFORMATION

01/28/2025

Q.T.
QTR.

Quarry tile
Quarter

V.B.
V.C.T.
VERT.
VEST.
V.I.F.
V.W.C.

Venetian blind
Vinyl composition tile
Vertical
Vestibule
Verify in Field
Vinyl wall covering

W.
W/
W.C.
WD.

West
With
Water closet
Wood

PT.
PTD.
P.V.C.
PVMT.

PART.
PBD.
P.C.C.
PL.
P.LAM.
PLAS.
PLYWD.
PNL.
POL.
PR.

P.S.F.
P.S.I.

PRE-FIN.

Point
Painted
Polyvinyl chloride
Pavement

Partition
Particle board
Pre-cast concrete
Plate
Plastic laminate
Plaster
Plywood
Panel(-ing)
Polish
Pair

Pounds per square foot
Pounds per square inch

Pre-finish(-ed)

R.
R/A
RAD.
R.D.

REF.
REFG.
REINF.
REQD.
RESIL.
REV.
RM.
R.O.

RECEPT.

Riser(s)
Return air
Radius
Roof drain

Reference
Refrigerator
Reinforce(-d,-ing)
Require(-d)
Resilient
Revise
Room
Rough opening

Reception

S.
S/A
SAN.
S.C.
SCHED.
S.D.
SECT.
SHWR.
SHT.
SIM.
SL.
SPEC.

SQ.
S.SK.
S.ST.
STA.
STD.
STL.
STOR.

SURF.
SUSP.

SYM.
SYS.

STRUCT.

SPEC'D.

SVC.

South
Supply air
Sanitary
Solid core
Schedule
Soap dispenser
Section
Shower
Sheet
Similar
Slope
Specification(-s)
Specified
Square
Service sink
Stainless steel
Station
Standard, stained
Steel
Storage

Surface
Suspended

Symmetrical
System

Structure(-al)

Service

Angle

Channel

Center line

Diameter or round

Perpendicular

Pound or number

And

#

&

CL

Closet
Clear
Concrete masonry unit
Column
Concrete
Condition
Construction(-ed)
Continuous
Corporation
Corrugated
Carpet
Curtain rod
Countersink
Ceramic tile
Cubic feet (foot)
Cubic inch (es)

Catch basin
Cement
Ceramic
Counter-flashing
Cubic feet per minute

Cabinet

Corner guard
Coat hook
Cast iron
Control joint
Ceiling

Cubic yard (es)

CLO.
CLR.
C.M.U.
COL.
CONC.
COND.
CONST.
CONT.
CORP.
CORR.
CPT.
C.R.
CS.
C.T.
CU. FT.
CU. IN.
CU. YD.

CAB.
C.B.
CEM.
CER.
C.FLASH.
C.F.M.
C.G.
C.H.
C.I.
C.J.
CLG.

Anchor Bolt
Above
Air conditioning
Acoustical
Area drain
Addendum

Above finished floor
Aggregate
Air handling unit
Allowance
Alternate
Aluminum
Anodized
Approximate(ly)
Architect(-ural)
Asphalt
Automatic
Auxiliary
Average

Additional

APPROX.

A.B.
ABV.
A/C
ACOUS.
A.D.
ADD.

A.F.F.
AGG.
A.H.U.
ALLOW.
ALT.
ALUM.
ANOD.

ARCH.
ASPH.
AUTO.
AUX.
AVG.

ADD'L.

East
Each
Expansion bolt

Electric water cooler

Electric hand dryer

Elevation
Electric (-al)
Emergency
Enclosure
Equal
Exhaust

Expansion
Exterior

Expansion joint

Existing

E.
EA.
E.B.

E.W.C.

E.H.D.

ELEV.
ELEC.
EMER.
ENCL.
EQ.
EXH.

EXP.
EXT.

E.J.

EXIST.

I.D.
IN.
INCL.
INSUL.
INT.
INV.

Inside dimension
Inch
Include(-ing)
Insulation
Interior
Invert

JAN.
JST.
JT.

Janitor
Joist
Joint

LAM.
LAV.
LB.
LKR.
L.L.H.
L.L.V.
L.PT.
LT.
LTL.
LVL.
LVR.

Laminate(-d)
Lavatory
Pound
Locker
Long leg horizontal
Long leg vertical
Low point
Light
Lintel
Level
Louver

FAB.
F.A.
F.D.
FDN.
F.E.
F.E.C.
F.H.C.
F.H.R.
F.HYD.
FIN.
F.L.
FLASH.
FLEX.
FLR.
FLUOR.
FT.
FTG.
FURR.
FUT.
F.W.C.

Fabric (-ate, -ated)
Fire alarm
Floor drain
Foundation
Fire extinguisher
Fire extinguisher cabinet
Fire hose cabinet
Fire hose rack
Fire hydrant
Finish(-ed)
Flow line
Flashing
Flexible
Floor
Fluorescent
Foot (Feet)
Footing
Furred
Future
Fabric wall covering

GA.
GALV.
G.B.
G.C.
G.I.
GL.
GR.
GYP.

Gauge
Galvanize(-d)
Grab bar
General contractor
Galvanized iron
Glass, glaze(-d,-ing)
Grade
Gypsum

HDWD.
HDWR.
H.M.
HORIZ.
H. PT.
HR.
HT.
HTG.
HVAC

H.
H.B.
H.C.

Hardwood
Hardware
Hollow metal
Horizontal
High point
Hour
Height
Heating
Heating, ventilation and
air conditioning

High
Hose bib
Handicapped

MATL.
MAX.

M.B.
MAS.

M.C.
MECH.
MED.

MTL.

MEZZ.
MFR.
M.H.
MIN.
MIR.
MISC.
MLDG.
M.O.
MTD.

MTG.
MULL.

MEMB.

Material
Maximum

Machine bolt
Masonry

Medicine cabinet
Mechanical
Medium

Metal

Mezzanine
Manufacturer
Manhole
Minimum
Mirror
Miscellaneous
Moulding
Masonry opening
Mounted

Mounting
Mullion

Membrane

N.
N.I.C.
NO.
NOM.
N.T.S.

North
Not in contract
Number
Nominal
Not to scale

OH.

O.A.
O/A
O.C.
O.D.
OFF.

OPNG.
OPP.
OZ.

Overhead

Overall
Outside air
On center
Outside diameter
Office

Opening
Opposite (hand)
Ounce

Board
Building
Block
Blocking
Beam
Bench mark

Bottom
Basement

BD.
BLDG.
BLK.
BLKG.
BM.
B.M.

BOTT.
BSMT.

Built-up roofingB.U.R.

By othersBO

Double
Detail
Drinking fountain
Double hung
Diagonal
Diameter
Dimension
Division
Down
Door opening

Door
Dishwasher
Dowel
Downspout
Drawing (-s)
Drawer

DBL.
DET.
D.F.
D.H.
DIAG.
DIAM.
DIM.
DIV.
DN.
D.O.

DR.
D.W.
DWL.
D.S.
DWG.
DWR.

Damp-proofingDP

T.
T.B.
T.C.
T.D.
T.D.R.
TEL.
TEMP.
T&G
THK.
THRES.
T.P.

T.SL.
T.O.S.
T.T.D.
TYP.

Tread
Towel bar
Top of curb
Towel dispenser
Towel dispenser receptacle
Telephone
Tempered
Tongue and groove
Thick(-ness)
Threshold
Top of pavement

Top of slab
Top of steel
Toilet tissue dispenser
Typical

TRTD Treated

U.N.O. Unless noted otherwise
UR. Urinal

Electric drinking fountainE.D.F.

Glass, large scale

Glass, small scale

Insulation

Metal, large scale

Plywood

Finish wood

Dimensional lumber,
continuous

Dimensional lumber,
blocking

Gypsum board

Acoustical tile or
board

Rigid insulation

Plaster on
metal lath

Earth

Concrete

Brick

Concrete
masonry units

Stone

Mortar, grout,
sand

3
G1.1

11

3 G1.1

3
G1.1

3
G1.1

3
G1.1

 3 G1.1

325'-0" Top of parapet
± 125'-3" (V.I.F.)

1 1

A A

A A

B B

101101

N

Plan North

North arrow

Elevation

Wall section

Building section

Partition type

Door number

Window type

Finish type, alternate
window type

Grid line
reference

Center line
Hidden line

Detail reference

Interior elevation

Break line

Section detail

A

Keynote, toilet
accessory

1

Elevation markerElevation marker

Revision number

NOT TO SCALE1 INDEX OF SHEETS
NOT TO SCALE4 ABBREVIATIONS

NOT TO SCALE2 MATERIAL SYMBOLS

NOT TO SCALE3 GRAPHIC SYMBOLS

ARCHITECTURAL
     COVER SHEET
G1 GENERAL INFORMATION
A2.1 BUILDING F - SECOND FLOOR PLAN
A2.2 BUILDING H - SECOND FLOOR PLAN
A2.3 BUILDING H - FIRST FLOOR PLAN
A7.1 INTERIOR ELEVATIONS AND DETAILS
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Revisions
Number  Date

A2.1

The Arkitex Studio, Inc. is providing, by
agreement with certain parties, materials
stored electronically. The parties recognize
that data, plans, specifications, reports,
documents or other information recorded on
or transmitted as electronic media
(including but not necessarily limited to
"CAD documents") are subject to
undetectable alteration, either intentionally
or unintentionally, due to, among other
causes, transmission, conversion, media
degradation, software error, or human
alteration. Accordingly, all such documents
are provided to the parties for informational
purposes only and not as an end product or
as a record document. Any reliance thereon
is deemed to be unreasonable and
unenforceable. The signed and/or stamped
hard copies of the Architect's Instruments of
Service are the only true contract
documents of record.
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Project 24028
1/28/25

BUILDING F - 2ND FLOOR
PLAN

01/28/2025

KEY PLAN
N

A

B
C

D

E

J

F

G

H

3 A7.1

1 A7.1

252 246 244

254

256

258

250 248 242 240

E234 245 243

260

241

231

236 234 226 224

238

228

E222

227

222

E206

221

220 218

216 214

205

210

208

206

204

212
232

202262
223

CLASSROOM CLASSROOM CLASSROOM

OFFICE

OFFICE

OFFICE

OFFICE OFFICE OFFICE OFFICE

STORAGE STORAGE ELEC.

OFFICE

NETWORK ADMIN. LAB

MEN'S TLT.

STORAGE

ACCTG/BUB. CLASSRM MHIT CLASSRM MOMT CLASSRM CLASSROOM

EL. LOBBY
WIRE

MECHANICAL

STORAGE

MOMT LAB

OFFICE

STORAGE

MECHANICAL

OFFT/LEGAL/ACCTG. LAB

OFFICE OFFICE

CLASSROOM CLASSROOM

MULTI-MEDIA DOWNLINK

OFFICE

OFFICE

OFFICE

OFFICE

STOR.

WOMEN'S TLT.

CORRIDOR

CORRIDOR

CORRIDOR

JANITOR

OFFICEOFFICE
MULTI-MEDIA DOWNLINK

CORRIDOR
 BASE BID

CORRIDOR
 BASE BID

C
O

R
R

ID
O

R
 B

A
S

E
 B

ID

Provide Wall stop instead of floor stop at
these location.

GC to verify locations.
Wall stop: IVES WS 401/402-CVX US26D

FACP

239 229

OFFT/LEGAL/ACCTG. LAB

Provide Wall stop instead of floor stop
at these location. GC to verify locations.

Wall stop: IVES WS 401/402-CVX
US26D

Door swing to be modified by owner

New crash rail @34" A.F.F. (top) with new PETG wall
protection below and new paint (SW 7064 Passive)
above

Remove existing carpet øooring and rubber
cove base; replace with LVT-1 øooring and new
rubber cove base (color: black)

New corner guard at all outside corners

IVES FS410 (US 26D) øoor stop to replace wall
stops at out-swinging doors; GC to verify
locations

Fire extinguisher cabinet

LEGEND

CORRIDOR FINISHES NOTES - BUILDING F

GENERAL NOTES

1. Tack boards, display cases, etc. to be removed by Blinn prior to commencement of work.
2. Room signs will be removed and reinstalled by Blinn College.
3. GC shall remove all devices and appurtenances prior to work and reinstall upon

completion of work.
4. GC shall remove wall bumpers prior to commencement of work and install new øoor

stops at out-swinging doors before completion of work, unless otherwise noted.  Patch
and repair wall as required to match existing.

5. Remove full extent of crash rails and replace with new at all walls unless otherwise
noted.

6.  Provide øoor transition strips at doors where øoor önish material changes.  Transition
strips shall be placed such that they are concealed when the door is in the closed
position. Roppe Tile Carpet Joiner #177 is basis of design. Verify clearance with door
prior to purchase & installation.

7. Remove Vinyl wall covering from corridor's walls.  Repair as needed all drywall to remain
and fully øoat surfaces prior to painting.  Level 4 önish.

8.     Elevator's doors and trim shall be painted.
9.    Verify with the owner the number of öre extinguisher cabinets that need to be

painted.Refer to speciöcation section 012200 - Unit price.

1. GC must öeld verify all conditions prior to proceeding with the work.
2. GC shall protect all existing materials and önishes to remain.  Any damage caused

during the course of construction must be returned to "like new" condition prior
to Substantial Completion.

3. See speciöcations for deönition for base bid and alternates.

1/8"   =    1'-0"2 BUILDING F - 2ND FLOOR PLAN 0 4' 8' 16'
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Revisions
Number  Date

A2.2

The Arkitex Studio, Inc. is providing, by
agreement with certain parties, materials
stored electronically. The parties recognize
that data, plans, specifications, reports,
documents or other information recorded on
or transmitted as electronic media
(including but not necessarily limited to
"CAD documents") are subject to
undetectable alteration, either intentionally
or unintentionally, due to, among other
causes, transmission, conversion, media
degradation, software error, or human
alteration. Accordingly, all such documents
are provided to the parties for informational
purposes only and not as an end product or
as a record document. Any reliance thereon
is deemed to be unreasonable and
unenforceable. The signed and/or stamped
hard copies of the Architect's Instruments of
Service are the only true contract
documents of record.
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Project 24028
1/28/25

BUILDING H - 2ND FLOOR
PLAN

01/28/2025

KEY PLAN
N

A

B
C

D

E

J

F

G

H

2 A7.1

D215
MEN'S TLT.

D217
WOMEN'S TLT.

261
STORAGE

D221
PTA CLASSRM

216
CLASSROOM

D223
EL. LOBBY

257
MECH.

D231
CLASSROOM

214
CLASSROOM

217
COMPUTER LAB

D207
ADN CLASSRM

CORRIDOR

D202
CORRIDOR

D201
CORRIDOR

CORRIDOR

C
O

R
R

ID
O

R

280
OFFICE

278
OFFICE

276
OFFICE

274
OFFICE

272
OFFICE

270
OFFICE

268
OFFICE

266
OFFICE

264
OFFICE

262
OFFICE

260
OFFICE

258
OFFICE

256
OFFICE

254
OFFICE

252
OFFICE

201
OFFICE

284
OFFICE

286
OFFICE

288
OFFICE

290
OFFICE

282
OFFICE

207
OFFICE

209
OFFICE

211
OFFICE

205
OFFICE

203
OFFICE

D218
CRIM. JUST. CLASSRM

D213
CRIM. JUST. CLASSRM

279
OFFICE

277
OFFICE

275
OFFICE

D208
STUDY AREA

273
FIRE STORAGE

234
CRIM. JUST. STOR.

259
ELEC.

D222
WIRE

D210
VOCN CLASSRM

D211
FIRE CLASSRM

D206
CONST. TECH. DRAFT. CR.

D212
ADN CLASSRM

D216
LARGE CLASSRM

D219
LARGE CLASSRM

D220
LARGE CLASSRM

D209
JANITOR

287
OFFICE

289
OFFICE

D224
CLOSET

FACULTY CORRIDOR
 BASE BID

FACULTY CORRIDOR
 BASE BID

FA
C

U
LT

Y 
C

O
R

R
ID

O
R

 B
A

S
E

 B
ID

Provide Wall stop instead of
floor stop at these location.

GC to verify locations.
Wall stop: IVES WS

401/402-CVX US26D

215

CORRIDOR FINISHES NOTES - BUILDING H
1. Tack boards, display cases, etc. to be removed by Blinn prior to commencement of work.
2. Room signs will be removed and reinstalled by Blinn College.
3. GC shall remove all devices and appurtenances prior to work and reinstall upon

completion of work.
4. GC shall remove wall bumpers prior to commencement of work and install new øoor

stops at out-swinging doors before completion of work, unless otherwise noted.  Patch
and repair wall as required to match existing.

5. Remove full extent of crash rails and replace with new at all walls unless otherwise
noted.

6.  Provide øoor transition strips at doors where øoor önish material changes.  Transition
strips shall be placed such that they are concealed when the door is in the closed
position. Roppe Tile Carpet Joiner #177 is basis of design. Verify clearance with door
prior to purchase & installation.

7. Remove Vinyl wall covering from corridor's walls.  Repair as needed all drywall to remain
and fully øoat surfaces prior to painting.  Level 4 önish.

8.     Elevator's doors and trim shall be painted.
9.     Verify with the owner the number of öre extinguisher cabinets that need to be

painted.Refer to speciöcation section 012200 - Unit price.

GENERAL NOTES
1. GC must öeld verify all conditions prior to proceeding with the work.
2. GC shall protect all existing materials and önishes to remain.  Any damage caused

during the course of construction must be returned to "like new" condition prior
to Substantial Completion.

3. See speciöcations for deönition for base bid and alternates.New crash rail @34" A.F.F. (top) with new PETG wall
protection below and new paint (SW 7064 Passive)
above

Remove existing carpet øooring and rubber
cove base; replace with LVT-1 øooring and new
rubber cove base (color: black)

New corner guard at all outside corners

IVES FS410 (US 26D) øoor stop to replace wall
stops at out-swinging doors; GC to verify
locations

Fire extinguisher cabinet

LEGEND

1/8"   =    1'-0"2 BUILDING H - 2ND FLOOR PLAN 0 4' 8' 16'
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Revisions
Number  Date

A2.3

The Arkitex Studio, Inc. is providing, by
agreement with certain parties, materials
stored electronically. The parties recognize
that data, plans, specifications, reports,
documents or other information recorded on
or transmitted as electronic media
(including but not necessarily limited to
"CAD documents") are subject to
undetectable alteration, either intentionally
or unintentionally, due to, among other
causes, transmission, conversion, media
degradation, software error, or human
alteration. Accordingly, all such documents
are provided to the parties for informational
purposes only and not as an end product or
as a record document. Any reliance thereon
is deemed to be unreasonable and
unenforceable. The signed and/or stamped
hard copies of the Architect's Instruments of
Service are the only true contract
documents of record.
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Project 24028
1/28/25

BUILDING H - 1ST FLOOR
PLAN

01/28/2025

KEY PLAN
N

A

B
C

D

E

J

F

G

H

176

174 172 170 168 166 164

180 182 184 186

177

D128

D127

D109 D125

D126

D129 D150

D132

D149

D135
D133

D148
D147

D136 D137

D139

D140

D141 D142 D143
D144

D146

D145
D138

D131

D123

D130D108

D107

D106

D101

D103

D105

D104D102

D134

D151

CONFERENCE

MEN'S TLT.

OFFICE OFFICE OFFICE OFFICE OFFICE OFFICE

SECRETARY SECRETARY SECRETARY SECRETARY

ALLIED HEALTH RECORDS

WHIRLPOOL

STOR.

JANITOR ELEC.

WOMEN'S TLT.

PTA LAB

LOCKERS MECH.

CLASSROOM

EMMT CLASSRM

LAUNDRY/LINEN
EL. LOBBY

STORAGE
EMMT LAB

EMMT CLASSRM EMMT CLASSRM

WORK RM.

OFFICE

OFFICE OFFICE OFFICE
OFFICE

OFFICE

CONFERENCE
RECEPTION

VOCN LAB

ASSOC. DEG. NURSE LAB

STORAGELARGE CLASSRM

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDOR

CORRIDORCORRIDOR

ELEV. EQ.

HALL

FACULTY CORRIDOR
 BID ALTERNATE #1

FACULTY CORRIDOR
BID ALTERNATE #1

183

167

163

161

160

CORRIDOR FINISHES NOTES - BUILDING H
1. Tack boards, display cases, etc. to be removed by Blinn prior to commencement of work.
2. Room signs will be removed and reinstalled by Blinn College.
3. GC shall remove all devices and appurtenances prior to work and reinstall upon

completion of work.
4. GC shall remove wall bumpers prior to commencement of work and install new øoor

stops at out-swinging doors before completion of work, unless otherwise noted.  Patch
and repair wall as required to match existing.

5. Remove full extent of crash rails and replace with new at all walls unless otherwise
noted.

6.  Provide øoor transition strips at doors where øoor önish material changes.  Transition
strips shall be placed such that they are concealed when the door is in the closed
position. Roppe Tile Carpet Joiner #177 is basis of design. Verify clearance with door
prior to purchase & installation.

7. Remove Vinyl wall covering from corridor's walls.  Repair as needed all drywall to remain
and fully øoat surfaces prior to painting.  Level 4 önish.

8.     Elevator's doors and trim shall be painted.
9.     Verify with the owner the number of öre extinguisher cabinets that need to be

painted.Refer to speciöcation section 012200 - Unit price.

GENERAL NOTES
1. GC must öeld verify all conditions prior to proceeding with the work.
2. GC shall protect all existing materials and önishes to remain.  Any damage caused

during the course of construction must be returned to "like new" condition prior
to Substantial Completion.

3. See speciöcations for deönition for base bid and alternates.New crash rail @34" A.F.F. (top) with new PETG wall
protection below and new paint (SW 7064 Passive)
above

Remove existing carpet øooring and rubber
cove base; replace with LVT-1 øooring and new
rubber cove base (color: black)

New corner guard at all outside corners

IVES FS410 (US 26D) øoor stop to replace wall
stops at out-swinging doors; GC to verify
locations

Fire extinguisher cabinet

LEGEND

1/8"   =    1'-0"2 BUILDING H - 1ST FLOOR PLAN 0 4' 8' 16'
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Revisions
Number  Date

A7.1

The Arkitex Studio, Inc. is providing, by
agreement with certain parties, materials
stored electronically. The parties recognize
that data, plans, specifications, reports,
documents or other information recorded on
or transmitted as electronic media
(including but not necessarily limited to
"CAD documents") are subject to
undetectable alteration, either intentionally
or unintentionally, due to, among other
causes, transmission, conversion, media
degradation, software error, or human
alteration. Accordingly, all such documents
are provided to the parties for informational
purposes only and not as an end product or
as a record document. Any reliance thereon
is deemed to be unreasonable and
unenforceable. The signed and/or stamped
hard copies of the Architect's Instruments of
Service are the only true contract
documents of record.
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Project 24028
1/28/25

INTERIOR ELEVATIONS

01/28/2025

CLASSROOM
234

CLASSROOM
236

WIRE
238

OFFICE
240

JANITOR
232

ELEVATOR
LOBBY

New chair rail New wall protection New rubber wall base

Existing öre extinguisher, typ.

Existing door, typ. New corner guard, typ.
all outside corners

Room signs per TAS / ADA
requirements - By Owner

New paint above chair rail

2'
-1

0"
5'

-2
"

9'
-0

"

NOTE: Field verify chair rail height with Architect
prior to commencement of work.

OFFICE
278

OFFICE
274

OFFICE
272

CLASSROOM
276

New chair rail New wall protection New rubber wall base

Existing öre extinguisher, typ.

Existing door, typ.

Room signs per TAS / ADA
requirements - By Owner

New paint above chair rail

2'
-1

0"

9'
-0

"

NOTE: Field verify chair rail height with Architect
prior to commencement of work.

CLASSROOM
231

New rubber
wall base

Existing water fountains

New chair rail and
wall protection

Existing door, typ. New corner guard, typ.
all outside corners

Room signs per TAS /
ADA requirements - By
Owner

CLASSROOM
241

CLASSROOM
239

Provide øoor stop to
replace wall stops at
out-swinging doors

Existing door, typ.

New paint above chair rail

New wall protection

Full height new paint at all three alcove walls

2'
-1

0"
5'

-2
"

9'
-0

"

NOTE: Field verify chair rail height with Architect
prior to commencement of work.

1/4"   =    1'-0"1 INTERIOR ELEVATION - TYP. CORRIDOR - BLDG. F 0 2' 4' 8'

1/4"   =    1'-0"2 INTERIOR ELEVATION - TYP. CORRIDOR - BLDG. H 0 2' 4' 8'

1/4"   =    1'-0"3 INTERIOR ELEVATION - WATER COOLERS - BLDG. F 0 2' 4' 8'
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